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RADIO READ UNIT (MXUP TO BE INSTALLED
ON SERVICE LINES AS [NDICATED BY
METRO WATER SERVICES PERMIT OFFICE.
REFERENCE DETAIL WDET002A-1 FOR
LARGE METER BOX RADIO READ UNIT

(MXU) CONDUIT AND MOUNTING LOCATIONS.

MXU TO BE INSTALLED AS PER
MANUFACTURES SPECIFICATIONS.
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